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GENERAL NOTES: ODRAWING NOTES:

- MARK| DATE DESCRIPTION
e 1
1. REFER TO E001 FOR LEGEND, ABBREVIATIONS AND GENERAL 1. LIGHTING CONTROL SEQUENCE OF OPERATION. REFER TO DRAWING E002 FOR : PROJECTNO: 18-00386-001 :
NOTES. ADDITIONAL INFORMATION.
DATE: AUGUST 30, 2019
2. REFER TO E002 FOR LIGHTING FIXTURE SCHEDULE, LIGHTING 2. MOUNT LIGHT FIXTURE ON WALL OF ELEVATOR HOISTWAY. COORDINATE SCALE: As indicated
CONTROL LEGEND AND CONTROL SEQUENCE OF OPERATION. LOCATION OF LIGHT FIXTURES AND LIGHT SWITCH WITH ELEVATOR CONTRACTOR.

DESIGNED BY: RMK/TAN

DRAWNBY:  RMK/TAN
4. PROVIDE LIGHTING CONTROL SYSTEM GATEWAY FOR TIME-BASED CONTROL OF ? CHECKED BY: RMK/DMW
EXTERIOR LIGHTS. COORDINATE LOCATION WITH OWNER. -

3. CONNECT TO NORMAL LIGHTING CIRCUIT SUPPLYING ASSOCIATED STAIRWELL.

DRAWING TITLE:
PROVIDE LIGHTING CONTROL SYSTEM GATEWAY FOR TIME-BASED CONTROL OF
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CORRIDOR LIGHTS. COORDINATE LOCATION WITH OWNER. GROU N D FLOOR PLAN —
PROVIDE OVERRIDE SWITCHES FOR LIGHTING CONTROL SYSTEM CORRIDOR LlGHTI NG
(ROOM 006) CONTROL ZONE. COORDINATE LOCATION WITH OWNER.
PROVIDE OVERRIDE SWITCHES FOR LIGHTING CONTROL SYSTEM ROOM 014
CONTROL ZONE. COORDINATE LOCATION WITH OWNER.
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