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DRAWING NOTES

%ISTING&ORIZONTN_ HEAT PUMP SUPPORTED FROM STRUCTURE ABOVE CEILING

(EXIS;['CI‘P:JE-)S(PPLY AIR DUCTHORK MOUNTED FROM STRUCTURE IN CEILING TO REMAIN. ' {

EXISTING OUTSIDE AIR DUCTHWORK IN CEILING TO REMAIN (TYPICAL).

EXISTING EXHAUST AIR DUCTHWORK IN CEILING TO REMAIN (TYPICAL).
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EXISTING CONDENSATE LINE SUPPORTED FROM STRUCTURE IN CEILING TO REMAIN
(TYPICAL).

EXISTING REFRIGERANT LINES SUPPORTED FROM STRUCTURE IN CEILING TO REMAIN
(TYPICAL).

EXISTING SANITARY PIPE BELOW SLAB TO REMAIN (TYPICAL). ;
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EXISTING DOMESTIC WATER PIPE ABOVE CEILING TO REMAIN (TYPICAL).
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EXISTING VENT PIPE ABOVE CEILING TO REMAIN (TYPICAL). : -
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EXISTING WET STACKS TO REMAIN (TYPICAL).
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CONTRACTOR TO CAP EXISTING DUCTHORK AIRTIGHT AS INDICATED.
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CONTRACTOR TO REMOVE EXISTING CAPPED DUCTHORK AS INDICATED. -
REFER TO SHEET M-2 FOR NEW WORK CONNECTION (TYPICAL).
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EX.16"x12"
x12 REMOVE EXISTING DUCTHORK TO POINT INDICATED.
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CONTRACTOR TO REMOVE EXISTING CAPPED PIPE AS INDICATED.
REFER TO SHEET M-2 FOR NEW WORK CONNECTION (TYPICAL).
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REMOVE EXISTING DUCTHORK TO POINT INDICATED. REFER TO SHEET -—3
M-2 FOR RELOCATION OF EXISTING DUCTHORK.

GENERAL NOTES:
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OTHERWISE NOTE

2) MECHANICAL, PLUMBING AND SPRINKLER CONTRACTORS TO COORDINATE
INSTALLATION OF THE PIPING AND DUCTHORK LAYOUT WITHIN BULKHEAD/CEILING

AND VERTICAL CHASE.
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3) ALL MANUFACTURES SHALL BE EQUAL TO THOSE INDICATED.
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, 4) ALL AIR DEVICES AND THERMOSTATS SHALL BE TURNED OVER TO BUILDING TENANT 4
: COORDINATOR FOR BUILDING STOCK.

5) COORDINATE ALL THERMOSTAT LOCATIONS WITH FINAL PARTITION/FURNITURE

GROUND FLOOR PLAN-EX|STING 2 LAYOUT.
CONDITIONS/DEMOILTION (HVAC) 6) CONTRACTOR TO FIELD VERIFY AND REMOVE ALL EXISTING OMEGA SPRINKLER

HEADS AND REPLACE. REFER TO SPECIFICATION FOR MORE INFORMATION,
SCALE:1/&6"=1"-O"
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7} CONTRACTOR TO REMOVE SUPPLY AIR, RETURN AIR AND OUTSIDE AIR DUCTINORK
AS SHOWN ON DRANING, ALONS WITH DUCTHORK NOT SHOWN FOR DEMOLITION.

EXISTING TO REMAIN AS NOTED ON DEMOLITION DRAWING. ALSO INCLUDED TO BE
REMOVED ARE ALL THERMOSTATS, AIR DEVICES, FLEXIBLE DUCTHORK, MAIN DUCT
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TAPS, ETC.
&) CONTRACTOR TO FIELD VERIFY AND RAISE ALL EXISTING PIPE WORK (SANITARY, VENT
LINE, DOMESTIC WATER, STORM WATER) AS NEEDED TO ALOUD FOR A 4'-O" CEILING. _ s
EXISTING INCOMING DOMESTIC 4) CONTRACTOR TO FIELD VERIFY/LOCATE EXISTING WET STACK PIPE WITH *Y" FITTING AT
I(NATER SERVICE TO REMAIN | E;-—-?')g%gpiﬁ|sANlTARY SER\TiCE | ;ZSEQ OF | THE SLAB AND REMOVE/RAISE "Y™* FITTING TO BE WITHIN NEW CEILING.
> ARER OF i | (3) | & | I0) CONTRACTOR TO REMOVE ALL PLUMBING FIXTURES AND ASSOCIATED PIPING NOT
. ‘ _ 1 _ ! SHOWN ON DEMOLTION PLAN BACK TO PIPE MAINS AND CAP AT SLAB AND/OR ABO
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NOTICE TO CONTRALCTORS:

ALL CONTRACTORS PRIOR TO BID SUBMISSION PROCESS SHALL VISIT
PROPOSED WORK SITE AND FIELD VERIFY ALL EXISTING CONDITIONS.
ANY CONDITIONS THAT DIFFERS FROM THAT SHOWN ON THIS PLAN
SHALL BE REPORTED TO ARCHITECT/ENGINEER SO THAT NEW

AND REVISED BID DRAWINGS OR INFORMATION MAY BE ISSUED. .
MODIFICATIONS TO SCOPE OF WORK WHICH RESULTS FROM
CONTRALTORS NEGLECT TO VISIT THE SITE PRIOR TO SUBMITTING
BID, SHALL BE THE CONTRACTORS SOLE RESPOSIBILITY. Qo 4 & & 2494
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