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BASEMENT
(1) PROVIDE LEAK DETECTION MONITORING SYSTEM WITHIN SUB-BASE TANK
AND EXTEND CONTROL WIRING TO THE FIRE ALARM CONTROL PANEL. A
LEAK SHALL SIGNAL A TROUBLE LIGHT WITHIN THE FIRE ALARM CONTROL
PANEL.
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